Abstract: Kuala Lumpur, as a major capital city, has undergone a drastic transformation in the past ten years. Many heritage buildings have been sacrificed for urban renewal projects. Those located in the touristic heritage zones within Kuala Lumpur were being converted by their owners into hotels and cafés to meet current demands to sustain their incomes. This approach, however, creates several physical and environmental issues within the new adaptation. The aim of this study is to evaluate the building performance of heritage shophouses that were adapted into budget hotels. The research focuses on two case studies in a strategic and historical location of Jalan Sultan, Kuala Lumpur. At the initial stage, interviews and physical surveys were done to determine the context of this study. The authors of this research then used a triangulation method through indoor environmental condition assessment, measurements of indoor environmental conditions and occupant survey to determine the indoor building performance after the adaption. Results showed that adaptive reuse heritage buildings can perform and meet new indoor environmental requirements, but many sensitive design judgments need to be made before the adaptive reuse renovation. The research found that the use of natural light, natural ventilation, recycled materials and water efficiency have been neglected and thus, they should be prioritized and preserved to ensure a successful change of use. Conserving existing heritage buildings, while incorporating new usages with acceptable comfort, is in line with the principle of sustainability.
Introduction
Malaysia has many heritage buildings and it is rich in culture and context [1] . There are many heritage sites with active conservation projects such as Kuala Lumpur, Penang, and Melaka. In 2005, the Malaysian Government established the National Heritage Act 2005 which was formerly known as the Antiquity Act 1976 [2] to consolidate all efforts in conserving tangible heritage such as buildings, in addition to intangible heritage such as performing arts, among others. According to the National Heritage Act 2005, adaptive restoration of heritage buildings " . . . involves all or portion of the exterior restoration with the interior adapted to a modern functional use" [3] . Many heritage buildings in Malaysia went through this process, which can be termed as adaptive reuse. Shopsin [4] introduced this term to describe the process of providing a new function in an old building or a district if it involved many buildings. Douglas [5] stated that in order to change the building's capacity, function or performance, adaptive reuse includes any work to a building over and above maintenance to suit the new environment and necessities. It also works to improve the heritage building in terms of The Chinese shophouse is mainly two to three floors in height, with a certain typical interior layout [15] . The shophouses are built along the street with an established uniform grid. The long rectangular floor plan of shophouses offers a narrow frontage. The ground floor, which faces the street, is for commercial purposes, whereas the rear section and upper floor of shophouses are for private use. The case studies sampled along Jalan Sultan were altered from their original function and went through extensive adaptation processes. Generally, most private heritage buildings along Jalan Sultan and Chinatown have been converted into hotels, cafés, bars, and restaurants to fit the modern needs of locals and tourists.
Malaysia Tourism Statistics stated that there were 25.7 million tourist arrivals in 2015, which contributed MYR69.1 billion into the local economy [18] . Hall et al. [19] stated that the tourism sector faces many crucial issues in sustainability, where it involves parties such as business, government, non-government organizations and many individuals who are seeking to minimize environmental The Chinese shophouse is mainly two to three floors in height, with a certain typical interior layout [15] . The shophouses are built along the street with an established uniform grid. The long rectangular floor plan of shophouses offers a narrow frontage. The ground floor, which faces the street, is for commercial purposes, whereas the rear section and upper floor of shophouses are for private use. The case studies sampled along Jalan Sultan were altered from their original function and went through extensive adaptation processes. Generally, most private heritage buildings along Jalan Sultan and Chinatown have been converted into hotels, cafés, bars, and restaurants to fit the modern needs of locals and tourists.
Malaysia Tourism Statistics stated that there were 25.7 million tourist arrivals in 2015, which contributed MYR69.1 billion into the local economy [18] . Hall et al. [19] stated that the tourism sector faces many crucial issues in sustainability, where it involves parties such as business, government, non-government organizations and many individuals who are seeking to minimize environmental and social impacts. Swarbrooke [20] stated that the hospitality sector is crucial and that there are four aspects of sustainable tourism, namely: new accommodation units' location and design; environment-friendly practice, such as energy conservation and recycling; sustaining employment and sustaining local culture, such as local cuisine. Therefore, new hotels need to comply with the principle of sustainability by using local building materials, which support the local industry, as well as considering the existing streetscape, by applying appropriate and contextual architecture style and building scale. The classification of hotels is mainly based on the location, function and special characteristics of the area [21] ; many of the hotels along Jalan Sultan are budget hotels and backpackers' inns that should be assessed for their compliance with the principle of sustainability. Normally, backpackers' traveler accommodation offers dormitory rooms and private rooms to accommodate the needs of backpackers. According to Hannam and Ateljevic [22] , backpacker tourists only need minimal infrastructure as they are not interested in the mass tourist needs, including many amenities, cafés, and transportation; thus, backpacker tourism is low in budget and has a low impact on the environmental and cultural characteristics of a locality.
A sustainable building can be achieved when it meets certain criteria such as the reduction of energy consumption, cost, and total embodied project energy [9] . Douglas [5] and Remøy and van der Voordt [23] stated that structural stability, weather tightness and overall performance of the shophouses are influenced by factors such as structural failure, physical deterioration, dilapidation and even urban blight. Conejos et al. [24] determined the various challenges encountered in undertaking adaptive reuse. Department of environment and heritage [9], Latham [25] and Wilkinson et al. [26] defined adaptive reuse as the restoration of the building's value to a place or community, and that it is a strategy that extends the building's physical and social functions by giving it a new purpose while still conserving its historic and cultural significance. Fournier and Zimnicki [27] developed adaptive reuse guidelines that integrate the goals of sustainable design and historic preservation. Snyder [28] and Conejos et al. [29] defined green adaptive reuse where new technologies are incorporated into heritage buildings.
Therefore, adaptive reuse is very important in Malaysia as it helps to save heritage buildings from being demolished to satisfy modern needs. The aim of this study, then, is to evaluate the building performance of heritage shophouses that were adapted into budget hotels. This study targets only shophouses that were converted into budget hotels located along Jalan Sultan; its aim is to prove that these selected buildings can perform to meet the comfort needs of their occupants and the new building use. The study is limited to only an investigation after the adaptive reuse stage, without requiring a comparison before the adaptive reuse, as the building use is different.
Methodology
In this research, two case studies were selected to identify the performance of buildings that were converted into budget hotels, as shown in Figure 3 . These two buildings have significant historical value, a similar history and are both located on the same street. Building A is a three storey Neo Classical building and was built in 1927. It originally served as the Selangor and Federal Territory Grocer's Guild. The ground floor of this building functioned as a commercial area, while the first and second floors served for private use in the past. Building B is a double storey Strait Eclectic colonial shophouse and was built around 1900. This shophouse has undergone a large scale renovation whereby three floors were added to the back of the original structure to become a budget hotel.
Many studies have been conducted on adaptively reused buildings with different approaches that included research methods such as case studies, interviews, model for decision making, comparative case studies and more [8, 10, 13, 23, [30] [31] [32] [33] [34] [35] . Previous studies indicated a number of different technical and systematic approaches to evaluate the potential of adaptive reuse of buildings. However, they do not clearly assess the different sustainability dimensions [36] . Wilkinson [37] interpreted the Arup publication, 'Existing Buildings: Survival Strategies', which sets out Arup's thinking in regards to decision-making and building adaptation, and produced a model to represent the Arup philosophy. The Arup model is a paper-based evaluation that considers the physical and environmental aspects of the decision-making without any weightage, that distinguishes the importance of one indicator to another; overall, though, this model can be used in conjunction with other assessment methods such as the Green Building Index (that was developed for the Malaysian context) to conduct a more comprehensive assessment of buildings [38] .
Buildings 2017, 7, 87 5 of 18 importance of one indicator to another; overall, though, this model can be used in conjunction with other assessment methods such as the Green Building Index (that was developed for the Malaysian context) to conduct a more comprehensive assessment of buildings [38] . Therefore, a quantitative research methodology was selected to obtain the relevant data. A triangulation method was applied through indoor environmental condition assessment, measurement of indoor environmental condition and building occupant survey. Initially, interviews and physical surveys were conducted to understand the brief history of the case studies, determine the significance of their architectural styles and building features, and the ensuing renovation process. Then, an indoor environmental assessment was carried through a checklist that was adopted from the Green Building Index (GBI) and a matrix of building condition and performance by Arup (2008), forming 20 assessment criteria which are grouped into four sections ( Table 1) . The researchers were then able to assess the actual condition after adaptive reuse, such as air quality with ventilation, lighting, visual and acoustic requirements, materials and resources, as well as water efficiency. All assessment criteria requirements were rated on a scale of 1-3 according to its availability and functionality of a feature/equipment where: (1) indicated not available, (2) indicated moderate as available but not functional, and (3) indicated available and fully functional.
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In addition, the indoor environmental conditions of both case studies were monitored using four HOBO data loggers as shown in Figures 4 and 5 . Each data logger was equipped with sensors to record air temperature, air humidity, air velocity, and light intensity readings. The time interval for readings was 15 min. All data loggers were set to record from 8 a.m. to 6 p.m. at two locations: (1) the lobby at the ground floor and (2) a hotel room on the first floor of each selected building. All data loggers were placed at the human seating level of 800 mm from the floor [39] [40] [41] [42] .
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Results and Analysis

Indoor Environmental Assessment
An indoor environmental assessment was carried out in Building A and Building B. Specific factors were selected to assess the actual conditions after adaptive reuse, such as air quality with ventilation, lighting, visual and acoustic requirements, materials and resources, as well as water efficiency. Table 1 below shows the condition in Building A and Building B. In the ventilation and air quality section, there are five main requirements that were rated and assessed with reference to the GBI assessment list. For the section of fully natural ventilated spaces, both case studies do not meet this requirement. However, Building A has available elements but are not functional, while Building B received the lowest rating due to being fully dependent on air-conditioning systems. In addition, both case studies met the highest rating of functionality in providing mechanical ventilation and air-conditioning. However, both shophouses are not equipped with automatic controlled indoor air temperature system.
In Building A, mechanical ventilation such as fans are used to ventilate the interior public spaces such as the café, lobby, kitchen and even the corridor, as shown in Figure 6 . The air-conditioners are only operated during the afternoon period in the café to provide a pleasant dining environment for the guests. Natural ventilation and fans are used in other parts of the day to reduce the operational cost. The hotel rooms in Building A are equipped with a fan and air-conditioners which allow the guests to select their preferred type of ventilation as shown in Figure 6 . In addition, smoke vents are provided in the kitchen, as well as openings in the toilets to remove unpleasant smell and moisture from the building. On the contrary, all spaces in Building B are entirely air-conditioned as shown in Figure 7 . This building only has openings on the front and back facades. Side openings are not provided on the wall of the additional floors. During the adaptive reuse renovation, the courtyard area which was originally situated in the middle of the building was fully covered with new suspended floors. It was also found that Building B now consumes more electricity, as previously recorded by the building owner. All air-conditioning systems are positioned in the corridor while wall-mounted mechanical air vents are provided to distribute cold air into each hotel room. More air vents are provided at the toilets and shower rooms. For both case studies, neither obvious dampness on the indoor surfaces nor moisture was visually spotted in the interior spaces. For Lighting, Visual and Acoustic section in the indoor environmental assessment, there are eight main requirements that were assessed. Building A shows more functional openings which were On the contrary, all spaces in Building B are entirely air-conditioned as shown in Figure 7 . This building only has openings on the front and back facades. Side openings are not provided on the wall of the additional floors. During the adaptive reuse renovation, the courtyard area which was originally situated in the middle of the building was fully covered with new suspended floors. It was also found that Building B now consumes more electricity, as previously recorded by the building owner. All air-conditioning systems are positioned in the corridor while wall-mounted mechanical air vents are provided to distribute cold air into each hotel room. More air vents are provided at the toilets and shower rooms. For both case studies, neither obvious dampness on the indoor surfaces nor moisture was visually spotted in the interior spaces. On the contrary, all spaces in Building B are entirely air-conditioned as shown in Figure 7 . This building only has openings on the front and back facades. Side openings are not provided on the wall of the additional floors. During the adaptive reuse renovation, the courtyard area which was originally situated in the middle of the building was fully covered with new suspended floors. It was also found that Building B now consumes more electricity, as previously recorded by the building owner. All air-conditioning systems are positioned in the corridor while wall-mounted mechanical air vents are provided to distribute cold air into each hotel room. More air vents are provided at the toilets and shower rooms. For both case studies, neither obvious dampness on the indoor surfaces nor moisture was visually spotted in the interior spaces. For Lighting, Visual and Acoustic section in the indoor environmental assessment, there are eight main requirements that were assessed. Building A shows more functional openings which were For Lighting, Visual and Acoustic section in the indoor environmental assessment, there are eight main requirements that were assessed. Building A shows more functional openings which were maintained, and provides sufficient level of daylight for the occupants as compared to Building B (Figure 8 ). Inadequate amount of openings at Building B, as mentioned earlier, plus the deep building plan causes the interior of this building to have a low level of natural light. It was also found that not all windows provided in each room are functional; they only act for decorative purposes. Both case studies provided flexible lighting control and blinds to prevent glare which meet the second and fourth requirements. In addition, energy saving lighting, such as LED lighting, was found in Building A, however, they were not functional, while Building B gained a zero rating for this assessment. In addition, both shophouses do not provide any motion sensors to further reduce the electricity usage. maintained, and provides sufficient level of daylight for the occupants as compared to Building B (Figure 8 ). Inadequate amount of openings at Building B, as mentioned earlier, plus the deep building plan causes the interior of this building to have a low level of natural light. It was also found that not all windows provided in each room are functional; they only act for decorative purposes. Both case studies provided flexible lighting control and blinds to prevent glare which meet the second and fourth requirements. In addition, energy saving lighting, such as LED lighting, was found in Building A, however, they were not functional, while Building B gained a zero rating for this assessment. In addition, both shophouses do not provide any motion sensors to further reduce the electricity usage.
On the other hand, Building A has natural light in most of the spaces in its interior, especially along the corridor and hotel rooms. The original French windows, louvers, and railings were preserved to promote natural light to the interior. In order to prevent glare, blinds were provided for occupants to adjust according to their preferences in the hotel rooms. In addition, the corridor was designed with a skylight to bring in natural light to indoor spaces. Moreover, the courtyard at the mezzanine floor also allowed more natural light to the interior. Artificial lights were only used in public areas, especially at the ground floor to provide sufficient lighting condition for the guests. Throughout this building, LED light bulbs were used in some of the spaces to create a desirable atmosphere and to promote energy efficiency. However, fluorescent light is the dominant type of artificial lighting system in Building A. In Building B, the indoor spaces have fewer openings, as the building is hemmed in on both sides in a middle along the Jalan Sultan. From the assessment is found that Building B depends entirely on artificial lights as the structural adaptation of the building is not well-designed. Therefore, natural daylight is unable to reach the interiors which cause the building to use more energy for lighting. Fluorescent troffers are used on the staircase area ( Figure 9 ) while parabolic louver fluorescent troffer and fluorescent light can be noticed along the corridor and rooms.
Both Building A and Building B located along a street transform into a flea market and food street every morning, which contributes heavily towards noise pollution and disturbance to the surrounding building occupants. Unfortunately, there are no appropriate strategies practiced in both heritage buildings to improve the acoustic comfort of occupants. It was found that noise control was not an important concern when the adaptive reuse was carried out. In fact, the hotel rooms at both buildings were separated only by drywall (gypsum panel) with poor acoustic performance allowing noise to transmit between rooms.
In the Materials and Resources section, there are four main requirements that need to be met. Through on-site observation, recycled building materials and furniture were used in Building A, which met the first requirement. Recycling bins were not provided, which did not comply with the second requirement. However, the old floor tiles were maintained and there were many recycled furniture in Building A which created a cozy atmosphere. In addition, the wall plaster was removed to create a rustic and raw effect in the front door café. These actions were assessed as sustainable design approach which met the third requirement. In addition, Building A also practices waste On the other hand, Building A has natural light in most of the spaces in its interior, especially along the corridor and hotel rooms. The original French windows, louvers, and railings were preserved to promote natural light to the interior. In order to prevent glare, blinds were provided for occupants to adjust according to their preferences in the hotel rooms. In addition, the corridor was designed with a skylight to bring in natural light to indoor spaces. Moreover, the courtyard at the mezzanine floor also allowed more natural light to the interior. Artificial lights were only used in public areas, especially at the ground floor to provide sufficient lighting condition for the guests. Throughout this building, LED light bulbs were used in some of the spaces to create a desirable atmosphere and to promote energy efficiency. However, fluorescent light is the dominant type of artificial lighting system in Building A.
In Building B, the indoor spaces have fewer openings, as the building is hemmed in on both sides in a middle along the Jalan Sultan. From the assessment is found that Building B depends entirely on artificial lights as the structural adaptation of the building is not well-designed. Therefore, natural daylight is unable to reach the interiors which cause the building to use more energy for lighting. Fluorescent troffers are used on the staircase area (Figure 9 ) while parabolic louver fluorescent troffer and fluorescent light can be noticed along the corridor and rooms.
In the Materials and Resources section, there are four main requirements that need to be met. Through on-site observation, recycled building materials and furniture were used in Building A, which met the first requirement. Recycling bins were not provided, which did not comply with the second requirement. However, the old floor tiles were maintained and there were many recycled furniture in Building A which created a cozy atmosphere. In addition, the wall plaster was removed to create a rustic and raw effect in the front door café. These actions were assessed as sustainable design approach which met the third requirement. In addition, Building A also practices waste sorting, collecting, quantifying, monitoring and recycling, which meet requirement 4. Building B, however, has no particular recycling plans or strategies which were practiced in during adaptive reuse renovation. The original roof structure was demolished and a new structure was built directly on the top of this shophouse. New materials were used in the construction, while parts of the original structure were demolished to build the additional structure. As for effective strategies in water use, there were no water efficiency measures such as water recycling, rainwater harvesting and dual flush cisterns at the toilets at both buildings. sorting, collecting, quantifying, monitoring and recycling, which meet requirement 4. Building B, however, has no particular recycling plans or strategies which were practiced in during adaptive reuse renovation. The original roof structure was demolished and a new structure was built directly on the top of this shophouse. New materials were used in the construction, while parts of the original structure were demolished to build the additional structure. As for effective strategies in water use, there were no water efficiency measures such as water recycling, rainwater harvesting and dual flush cisterns at the toilets at both buildings. 
Measurement of Indoor Environmental Conditions
This section presents one day of data which represents a typical clear and sunny day in Kuala Lumpur. Figure 10 shows the air temperature of Kuala Lumpur on 18 March 2016 which was recorded and collected from a nearby weather station. The records showed that the air temperature ranged between 28 °C and 34 °C in the 24 h cycle and the average air temperature was approximately 30 °C. Besides this, the average air humidity for the same day as recorded by the same weather station was approximately 76% while the maximum was 89% and minimum 39%. 
Indoor Environmental Condition in Hotel Lobbies
The indoor environmental condition in Building A and Building B were analyzed from the monitored results. According to Malaysia Standard 1525:2014, the optimum and comfortable temperature in a space in Malaysia should be around 24-28 °C. Monitored results showed that the mean air temperature of location A1 and B1 were slightly higher than the optimum comfortable temperature range. According to Figure 11 , the indoor air temperature at location of A1 recorded an average air temperature about 31.92 °C and the indoor air temperature fluctuated in a range between 
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This section presents one day of data which represents a typical clear and sunny day in Kuala Lumpur. Figure 10 shows the air temperature of Kuala Lumpur on 18 March 2016 which was recorded and collected from a nearby weather station. The records showed that the air temperature ranged between 28 • C and 34 • C in the 24 h cycle and the average air temperature was approximately 30 • C. Besides this, the average air humidity for the same day as recorded by the same weather station was approximately 76% while the maximum was 89% and minimum 39%. 
Indoor Environmental Condition in Hotel Lobbies
The indoor environmental condition in Building A and Building B were analyzed from the monitored results. According to Malaysia Standard 1525:2014, the optimum and comfortable temperature in a space in Malaysia should be around 24-28 • C. Monitored results showed that the mean air temperature of location A1 and B1 were slightly higher than the optimum comfortable temperature range. According to Figure 11 , the indoor air temperature at location of A1 recorded an average air temperature about 31.92 • C and the indoor air temperature fluctuated in a range between 30.04 • C-32.43 • C, due to reliance on fans for ventilation. At location B1 however, it was stable at around 27 • C as the lobby was situated in a fully air-conditioned space. From these findings, it was noticed that the indoor air temperature in lobby of both shophouses was quite stable throughout the recorded day and was not influenced by the outdoor air temperature.
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Buildings 2017, 7, 87 12 of 18
In Figure 13 , the light intensity at location A1 and location B1 were within the acceptable level of 250 Lux for easy office task in the lobby area. The lowest light intensity received at location A1 was 208.9 Lux, while the minimum light intensity in location B1 was 201.0 Lux. The maximum light intensity in location A1 was slightly higher than location B1, which was 284.6 Lux at 11:30 a.m., while location B1 had the highest light intensity of 264.1 Lux at the same time. The mean light intensity of location A1 was also slightly higher than location B1, as the lobby of Building A has more openings as compared to Building B. In Figure 13 , the light intensity at location A1 and location B1 were within the acceptable level of 250 Lux for easy office task in the lobby area. The lowest light intensity received at location A1 was 208.9 Lux, while the minimum light intensity in location B1 was 201.0 Lux. The maximum light intensity in location A1 was slightly higher than location B1, which was 284.6 Lux at 11:30 a.m., while location B1 had the highest light intensity of 264.1 Lux at the same time. The mean light intensity of location A1 was also slightly higher than location B1, as the lobby of Building A has more openings as compared to Building B. 
Indoor Environmental Conditions in Hotel Rooms
In this section, a hotel room facing East and located on the first floor of each case study buildings were investigated. During the monitoring period, neither artificial lighting nor mechanical ventilation was operated to capture the passive condition of each room. Again, indoor environmental factors such as air temperature, relative humidity, light intensity and air velocity were analyzed to determine the performance of the studied case studies.
According to Figure 15 , the overall air temperature in location A2 was higher than location B2 as location B2 was exposed to nearby corridors that were air-conditioned. Nevertheless, both of room air temperatures were above the optimum comfort temperature standard throughout the day. The air temperature at location A1 increased steadily from 10:00 a.m. to 6:00 p.m. where it finally reached 32.00 • C. Similarly, air temperature at location B1 increased from 10:30 a.m. to 6:00 p.m. and finally reached 30.12 • C. The mean air temperature at location B2 was 28.54 • C which was lower than the mean air temperature at location A2 which was 31.16 • C.
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According to Figure 15 , the overall air temperature in location A2 was higher than location B2 as location B2 was exposed to nearby corridors that were air-conditioned. Nevertheless, both of room air temperatures were above the optimum comfort temperature standard throughout the day. The air temperature at location A1 increased steadily from 10:00 a.m. to 6:00 p.m. where it finally reached 32.00 °C. Similarly, air temperature at location B1 increased from 10:30 a.m. to 6:00 p.m. and finally reached 30.12 °C. The mean air temperature at location B2 was 28.54 °C which was lower than the mean air temperature at location A2 which was 31.16 °C. According to Figure 16 , the overall mean RH at locations A2 and B2 were similar at 68.58% and 68.54% respectively. In the morning, the highest relative humidity was 73.81% at location A2 while the highest at location B2 reached 75.30% in the morning. Then, the RH decreased steadily throughout the day at both locations. Overall, the RH level at both locations was as slightly above the MS 1525:2014 standard. According to Figure 16 , the overall mean RH at locations A2 and B2 were similar at 68.58% and 68.54% respectively. In the morning, the highest relative humidity was 73.81% at location A2 while the highest at location B2 reached 75.30% in the morning. Then, the RH decreased steadily throughout the day at both locations. Overall, the RH level at both locations was as slightly above the MS 1525:2014 standard.
According to Figure 15 , the overall air temperature in location A2 was higher than location B2 as location B2 was exposed to nearby corridors that were air-conditioned. Nevertheless, both of room air temperatures were above the optimum comfort temperature standard throughout the day. The air temperature at location A1 increased steadily from 10:00 a.m. to 6:00 p.m. where it finally reached 32.00 °C. Similarly, air temperature at location B1 increased from 10:30 a.m. to 6:00 p.m. and finally reached 30.12 °C. The mean air temperature at location B2 was 28.54 °C which was lower than the mean air temperature at location A2 which was 31.16 °C. According to Figure 16 , the overall mean RH at locations A2 and B2 were similar at 68.58% and 68.54% respectively. In the morning, the highest relative humidity was 73.81% at location A2 while the highest at location B2 reached 75.30% in the morning. Then, the RH decreased steadily throughout the day at both locations. Overall, the RH level at both locations was as slightly above the MS 1525:2014 standard. Referring to Figure 17 , the overall light intensity at locations A2 and B2 did not comply with the acceptable value of 100 Lux as recommended for a hotel room in MS 1525:2014. The mean light intensity at location A2 was 84.7 Lux compared to location B2 which was 54.2 Lux. Location A2 had a steady light intensity of 90 Lux in the morning and a slight decrease to 74.9 Lux on 2:30 p.m., followed by a rise to 82.8 Lux from 3:30 p.m. In addition, a slight drop could be noticed at location A2 in the evening due to the openings that allowed natural daylight to enter. On the other hand, the light intensity at location B2 increased from 43.3 Lux at 8:00 a.m. to 59.1 Lux in the afternoon then dropped to 43.9 Lux in the evening. Referring to Figure 17 , the overall light intensity at locations A2 and B2 did not comply with the acceptable value of 100 Lux as recommended for a hotel room in MS 1525:2014. The mean light intensity at location A2 was 84.7 Lux compared to location B2 which was 54.2 Lux. Location A2 had a steady light intensity of 90 Lux in the morning and a slight decrease to 74.9 Lux on 2:30 p.m., followed by a rise to 82.8 Lux from 3:30 p.m. In addition, a slight drop could be noticed at location A2 in the evening due to the openings that allowed natural daylight to enter. On the other hand, the light intensity at location B2 increased from 43.3 Lux at 8:00 a.m. to 59.1 Lux in the afternoon then dropped to 43.9 Lux in the evening. Figure 18 shows the relationship between air velocity and time at locations A2 and B2. The mean air velocity at location A2 was 0.10 m/s, higher than the mean air velocity at location B2 at 0.03 m/s. The existence of operable windows at location A2 allowed for natural ventilation. The air velocity at location A2 fluctuated throughout the day with a maximum air velocity of 0.14 m/s and a minimum of 0.03 m/s. On the other hand, the air velocity in location B2 remained steady with a range of 0.03-0.04 m/s. Generally, the air velocity at location B2 was not sufficient for occupants' comfort, while the air velocity in Building A was slightly higher than the optimum air velocity in the morning and evening according to the MS 1525:2014. Figure 18 shows the relationship between air velocity and time at locations A2 and B2. The mean air velocity at location A2 was 0.10 m/s, higher than the mean air velocity at location B2 at 0.03 m/s. The existence of operable windows at location A2 allowed for natural ventilation. The air velocity at location A2 fluctuated throughout the day with a maximum air velocity of 0.14 m/s and a minimum of 0.03 m/s. On the other hand, the air velocity in location B2 remained steady with a range of 0.03-0.04 m/s. Generally, the air velocity at location B2 was not sufficient for occupants' comfort, while the air velocity in Building A was slightly higher than the optimum air velocity in the morning and evening according to the MS 1525:2014. Referring to Figure 17 , the overall light intensity at locations A2 and B2 did not comply with the acceptable value of 100 Lux as recommended for a hotel room in MS 1525:2014. The mean light intensity at location A2 was 84.7 Lux compared to location B2 which was 54.2 Lux. Location A2 had a steady light intensity of 90 Lux in the morning and a slight decrease to 74.9 Lux on 2:30 p.m., followed by a rise to 82.8 Lux from 3:30 p.m. In addition, a slight drop could be noticed at location A2 in the evening due to the openings that allowed natural daylight to enter. On the other hand, the light intensity at location B2 increased from 43.3 Lux at 8:00 a.m. to 59.1 Lux in the afternoon then dropped to 43.9 Lux in the evening. Figure 18 shows the relationship between air velocity and time at locations A2 and B2. The mean air velocity at location A2 was 0.10 m/s, higher than the mean air velocity at location B2 at 0.03 m/s. The existence of operable windows at location A2 allowed for natural ventilation. The air velocity at location A2 fluctuated throughout the day with a maximum air velocity of 0.14 m/s and a minimum of 0.03 m/s. On the other hand, the air velocity in location B2 remained steady with a range of 0.03-0.04 m/s. Generally, the air velocity at location B2 was not sufficient for occupants' comfort, while the air velocity in Building A was slightly higher than the optimum air velocity in the morning and evening according to the MS 1525:2014. 
Occupants' Behaviour
In this section, the data collected from the survey is analyzed to evaluate the occupants' satisfaction of the interior spaces. The preferred type of ventilation and lighting were analyzed in Building A and Building B according to three time periods of 08:00 a.m. to 11:00 a.m., 12:00 p.m. to 3:00 p.m. and 4:00 p.m. to 06:00 p.m. Results showed that 60% of the respondents agreed to the use of fans, while 40% agreed to the use of natural ventilation to ventilate the interior of Building A from 8:00 a.m. to 11:00 a.m. From 12:00 p.m. to 3:00 p.m., 40% of the respondents believed that air-conditioning is preferable instead. Subsequently, most respondents preferred fans and natural ventilation as the main type of ventilation from 4:00 p.m. to 6:00 p.m. On the contrary, respondents at Building B preferred to use air-conditioning from 8:00 a.m. to 6:00 p.m.
As for lighting, 55% of respondents at Building A preferred natural daylight from 08:00 a.m. to 11:00 a.m. and this percentage went up to 90% for the period between 12:00 p.m. and 3:00 p.m. Between 4:00 p.m. and 6:00 p.m. however, only 40% of respondents preferred the use of natural daylight. As observed at Building B, all respondents preferred the use of artificial lights in the morning (8:00 a.m.-11:00 a.m.) and evening (4:00 p.m.-6:00 p.m.) periods. During the afternoon, 60% of the respondents preferred the use of day-lighting.
Discussion
Through the analysis of the initial interview with physical survey, indoor environmental assessment, measurements of indoor environmental conditions and occupant survey, results show that Building A performed better than Building B in terms of its indoor environmental condition and functionality. Building A outperformed Building B in all sections of the indoor environmental assessment except for acoustics, where both buildings were very similar, non-existent water efficiency strategies at both buildings and the absence of an automatic controlled indoor air temperature system.
From the occupant survey, results show that most of Building A occupants were more satisfied with the indoor environmental conditions in terms of air quality and ventilation, while occupants at Building B were not convinced with indoor ventilation and lighting when there are no artificial lighting and air-conditioning. According to the survey and indoor environmental assessment findings, the indoor moisture is moderately controlled in both case studies. As for lighting and visual comfort, Building A promotes the use of natural light and energy saving lighting such as LED light which helps to improve the energy efficiency. It was found that the occupant preference depends on the location, as day-lighting is preferred on the upper floor, while artificial lights are preferred on the ground floor. However, the respondents were not satisfied with the lighting condition in Building B as there was no sufficient level of natural light due to the lack of operable windows. On the other hand, recycled materials used at Building A are more in line with the principle of Sustainability as compared to the use of new materials to replace the demolishment of the existing roof structure for the adaptive reuse renovation of Building B. In addition, the recycling practices in Building A promote sustainable use while it does not exist in Building B.
The measurement of indoor environmental conditions showed that mean indoor air temperatures of Building A were 31.92 • C at the lobby and 31.16 • C in the hotel room that are higher than the MS 1525:2014 standard but the majority of respondents agreed that natural ventilation with the aid of light mechanical ventilation is preferred at Building A in the morning and evening while the air-conditioning only in the afternoon. This shows that thermal comfort can be achieved inside Building A. As for Building B, the air-conditioning systems run throughout the day and the indoor temperature was stable and within the MS 1525:2014 optimum temperature range. Besides this, the RH level at the lobby of Building A and Building B was similar between 58% and 73%. The RH level in the rooms for both case studies maintained steadily at around 68% which is slightly above the requirement for comfort condition.
The light intensity at Building A was sufficient in the lobby with an average of 246.2 Lux with the use natural daylight aided by artificial lights. However, the light intensity in the rooms is not sufficient which observed to be below 85 Lux. Even worse, the light intensity in the hotel room of Building B was lower at only 54.2 Lux as compared to Building A due to deep plan design where windows are not provided and were not considered when this building underwent structural adaptation. Artificial lights are needed in Building B throughout the day. Most of the respondents believed in the need for artificial lighting, especially in the morning and evening while natural daylight could be utilized in particular areas during afternoons. Finally, the study found that Building A has an optimum level of air velocity in the lobby while the room was slightly above the comfort range. The data recorded readings between 0.15 m/s and 0.50 m/s. On the other hand, the air velocity in Building B was lower than the standard comfort level, especially the hotel room.
Conclusions
This study highlighted that with careful consideration during the design stage of an adaptive reuse renovation, heritage buildings such as Building A can perform well after being renovated with a new usage. This is particularly important since many private heritage building owners in sustaining their incomes choose to change the usage of their buildings to meet the current demand to accommodate the growing tourism sector. This is manifested in the adaptive reuse of heritage shophouses not just in Jalan Sultan, Kuala Lumpur, but also, throughout the old Kuala Lumpur district, the Georgetown and Melaka UNESCO World Heritage Zones. Unlike Kuala Lumpur, heritage buildings in Georgetown and Melaka are well protected by laws in place to safeguard the UNESCO listing thus, building owners are more careful and building renovations and adaptive reuses are well-scrutinized by the authorities and relevant Non-Government Organisations. In addition to the situation in Kuala Lumpur, heritage buildings in other regional towns and cities are also vulnerable to callous adaptive reuse. Similar studies using the same methodology will be done in the future at more heritage buildings throughout the country, to further highlight that heritage buildings can indeed take on new functions and perform well in terms of their indoor environmental conditions and meet new demands and expectations. After all, reusing existing building structures and envelopes, maintaining thermal comfort indoors, and recycling furniture/building finishes, amongst other things, can bring more income to heritage building owners, and this is definitely in line with the principle of sustainability.
